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Q 1 ROUTE POWER TO MECHANICAL MONITORING EQUIPMENT FROM PANEL ’ENP’
IN THE SAME ROOM AS THE SWITCHGEAR.
o 2 THIS DIAGRAM PUTS THE NEW CHILLER POWERED FROM THE 'SWITCHGEAR'.
5o _ _ _ — - | lf - - - |4 | F==c==o — F===—=1 |4 | — — — N _ _ @ SEE BOTH EP100 AND EP200.
= - _ _ 3 ALL 3 PHASE WIRING SHALL INCLUDE A GROUND WIRE.
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. | o 4 CONTRACTOR IS RESPONSIBLE FOR DETERMINING THE ROUTE OF THE WIRE
,,, WELDING HOOD BASED ON CURRENT AND FUTURE CHILLER/PIPING LAYOUTS.
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2 . 5 ALL POWER SHOWN IS PART OF THE ADDITIONAL CHILLER AND REVISED
3 PUMPING SYSTEM.
= 6 ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR PROPER CONDUIT SIZE
BASED UPON THE WIRE USED FROM EQUIPMENT TO PANEL. THIS
- INFORMATION SHALL BE DOCUMENTED ON THE AS—BUILTS AS WELL AS THE
CALCULATION FOR CONDUIT SIZING.
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: 9-CCH-1 (ON ROOF) |[ECC=2-4 |ECC-2-5  ECC=2-6 SHEET NOTES
g (1) ADD NEW FUSED/BREAKER DISCONNECT SWITCH TO ECC-2 FOR
- THE ADDED EQUIPMENT.
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CHILLER PLANT ELECTRICAL PLAN
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